© This drawing remains the property of Renaissance Engineering Ltd. and is issued on the premise that it shall not be be retained, copied, reproduced or disclosed to any other third party, either wholly or in part without prior written consent.

General Notes:

1. This drawing is to be read in conjunction with all relevant Architect's and Structural Engineer's
Construction issued drawings, Fire Certificate and Fire Drawings, along with the consultants Mechanical
and Electrical specifications and any other documentation.

2. Do not scale from this drawings.

This drawing is representative only. All dimensions are in millimeters (mm), unless otherwise stated. Use
the figured dimensions when shown.

3. The exact location of all services and fittings to be agreed on site with the Architect and/or Structural
Engineer prior to their installation.

4. The Mechanical and Electrical Services are to be coordinated with all other trades and to be agreed on
site prior to their installation. The contractor shall allow for the setting out and installation around all
obstructions. Additional costs incurred by the contractor due to the lack of coordination will not be
entertained.

5. Connections to all equipment to be made by the contractor.

6. Any discrepancies between this drawing and on site conditions must be reported to Renaissance
Engineering LTD. immediately. Any changes from this design drawing must be agreed with the Engineer in
writing. A failure to gain this approval could lead to difficulty in approving payment for the variation(s).

7. Installation / Construction / As-Built Drawings to be prepared by the Mechanical/Electrical Contractor with
reference to the latest Architect's and Structural Engineer's construction issue drawings and fire certificate
drawings.

8. All Electrical works to comply with the National Rules for Electrical Installations, 5th Edition IS
10101:2020.

9. Al Mechanical and Electrical works to comply with the current Building Regulations.
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